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1. ALL DIMENSIONS ARE APPROXIMATED IN INCHES.

2. RECOMMENDED SLAB SIZE :62'L x 62'W x 4"MINIMUM THICKNESS.

3. UNIT IS HOT BOX #HBoFEM, OR APPROVED EQUAL.

GENERAL NOTES

I, THE DESICN AND THE INSTALLATION OF THE SPRINKLER SYSTEM SHALL CONFORM
T0 ALL APPLICABLE PROVISIONS OF NFPA 1 3, LATEST EDITION, SANDIA SPECIFICATION
15310, EXCEPT AS MODIFIED BY "FIRE PROTECTION NOTES" THIS SHEET AND DRAWINGS
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